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COM COM

COMMUNICATION

Communication Interface - 
See Seperate Manual

5

24V
0V

Connection for an external power 
supply.See FSM-003 for correct use.

POWER SUPPLY

GRND
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4-20mAA-
+
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AO0 - ANALOGUE OUTPUT (optional)

4-20mA analogue output signal. 
The output is passive

-+

Digital Input

21 65
27kOhm
0.5W 5%
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AI0 - ANALOGUE INPUT (optional)

4-20mA analogue input signal. The input is passive
Passive Loop

The Unit has 3 x Digital Outputs to 
Control 24VDC devices.

DIGITAL OUTPUT

DO(-)DO(+)

DI(+) DI(-)

DIGITAL INPUT

The Unit has 3 x Digital Inputs

21 22

ESD INPUT

Power to ESD solenoid valve. 
Consult FSM-003 for correct use.

0VDC24VDC 24VDC 0VDC

Direct Link through from ESD INPUT
Output mimics ESD INPUT.

ESD OUT

2423
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AI1/AI2 - ANALOGUE INPUT 

The position feedback is a 4-20mA loop powered transmitter

Passive Transmitter
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Active Transmitter
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VSD-IOM-003

VSD - PCB Board Connections
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